
-I 6 46 ) 1 2 (I IA INC 1/
UNCLASSIFIED r0l7-6--~ F/C 13/2 HI.



1-0 12 IN~T~U

2.2.

1-25

A.

/ 
" " i'"



8319 UNDERWATER FACILITIES

1111111INSPECTIONS
&

~, ASSESSMENTS

11

-) WAINUNTO, D.C. U4DT

plates: All OTIC repro8wt-

L DOMMM)FON 4TATEMENT A

Dieftbudu. Unlimited6 146~



UNDERWATER FACILITIES

D TIC INSPECTION AND ASSESSMENTS ELECTE AT

SJUN 18 B
D

NAVAL WEAPONS STATION
CONCORD,

CALIFORNIA

F PO-I -83-19) May, 1983

Performed for:

Ocean Engineering and Construction Project Office
Chesapeake Division
Naval Facilities Engineering Command
Washington, D.C. 20374

Under:

Contract N62477-81-C-0498
Task 2 I I.,.E M"

By: L J A P .JU,,

J. Agi & Associates Co. Inc.
141, Alaskan Way, Suite 600
Seattle, Washington, 98101

Project No: 83-1/3-2-100



Unclassified
SECURITY CLASSIFICATION OF THIS PAGE

REPORT DOCUMENTATION PAGE
la. REPORT SECURITY CLASSIFICATION lb. RESTIriTIVE MARKINGS
Unclassified

2a. SECURITY CLASSIFICATION AUTHORITY 3. DISTRIBUTION AVAILABILITY OF REP.
Approved for publir release;
distribution is unlimited

2b. DECLASSIFICATION/DOWNGRADING SCHEDULE

4. PERFORMING ORGANIZATION REPORT NUMBER 5. MONITORING ORGANIZATION REPORT #
FPO-1-83(19)

6a. NAME OF PERFORM. ORG. 6b. OFFICE SYM 7a. NAME OF MONITORING ORGANIZATION
J. Agi & Associates Co. Inc. Ocean Engineering

& Construction
Project Office
CHESNAVFACENGCOM

6c. ADDRESS (City. State, and Zip Code) 7b. ADDRESS (City. State. and Zip)
1414 Alaskan Way, Suite 600 BLDG. 212. Washington Navy Yard
Seattle, WA 98101 Washington, D.C. 20374-2121
8a. NAME OF FUNDING ORG. 8b. OFFICE SYM 9. PROCUREMENT INSTRUMENT INDENT #

N62477-81-C-0498, Task 2

8c. ADDRESS (City, State & Zip) 10. SOURCE OF FUNDING NUMBERS
PROGRAM PROJECT TASK WORK UNIT
ELEMENT # # # ACCESS *

11. TITLE (Including Security Classification)
Underwater Facilities Inspection and Assessment at Naval Weapons Station
Concord, California
12. PERSONAL AUTHOR(S)

13a. TYPE OF REPORT 13b. TIME COVERED 14. DATE OF REP. (YYMMDD) 15. PAGES
FROM TO 69--O5 103

16. SUPPLEMENTARY NOTATION

17. COSATI CODES 18. SUBJECT TERMS (Continue on reverse if nec.)
FIELD GROUP SUB-GROUP Underwater inspection. Naval Weapons

Station Concord, CA. Concord, CA

19. ABSTRACT (Continue on reverse if necessary & identify by block number)
Two marine structures at Naval Weapons Station. Concord, California. were
subjected to nondestructive testing and inspection. A sampling of concrete
and timber piles were examined in Piers 3 and 4. The structures were
subjected to a Level I. II and and in some cases, Level III inspection
using (Con't)
20. DISTRIBUTION/AVAILABILITY OF ABSTRACT 21. ABSTRACT SECURITY CLASSIFICATION

SAME AS RPT.
22a. NAME OF RESPONSIBLE INDIVIDUAL 22b. TELEPHONE 22c. OFFICE SYMBOL
Jacqueline B. Riley 202-433-3881
DD FORM 1473. 84MAR SECURITY CLASSIFICATION OF THIS PAGE



BLOCK 19 (Con't)

visual/tactile and ultrasonic techniques. Significant elements were
photo-documented.

The objective of the underwater facility assessment conducted at NWS Concord,
is to provide a generalized structural condition and repair requirements
report on the designated facilities within the activity.

In Pier 3. a Level I inspection was carried out on 200 concrete and 974 timber
piles; a Level II inspection was carried out on 50 concrete piles; and Level
III ultrasonic testing was carried out on 393 timber piles. The overall
condition of the examined piles is very good. Two concrete piles were noted
to have sustained significant damage as a result of mechanical impact and/or
abrasion, marine borer infestation and/or fungal decay. In addition, a total
of 30 timber piles were noted to have sustained minor attack or damage which
is not of structural significance at this time. Repair of the 10 defective
timber piles should be considered and periodic inspections are recommended.

In Pier 4. a Level I inspection was carried out on 222 concrete and 952 timber
piles; a Level II inspection was carried out on 50 concrete piles: and Level
III ultrasonic testing was carried out on 393 timber piles. The overall
condition of the examined piles is very good. All concrete piles were found
to be in excellent condition, no evidence of damage was found. A total 13
timber piles have sustained significant damage as a result of mechanical
impact or abrasion, marine borer infestation and/or fungal decay. In
addition, a total of 50 timber piles have sustained minor attack or damage
which is not of structural significance at this time. Repair of the 13
defective piles should be considered and periodic inspections are recommended.



EXECUTIVE SUMMARY

Two marine structures at Naval Weapons Station, Concord, California,

were subjected to nondestructive testing and inspection. A sampling

of concrete and timber piles were examined in Piers 3 and 4. The structures

were subjected to a Level I, II and in some cases, Level III inspection

using visual/tactile and ultrasonic techniques. Significant elements were

photo-documented.

The objective of the underwater facility assessment conducted at NWS Concord,

is to provide a generalized structural condition and repair requirements

report on the designated facilities within the activity. _

In Pier 3, a Level I inspection was carried out on 200 concrete and 974

timber piles; a Level Il inspection was carried out on 50 concrete piles;

and Level III ultrasonic testing was carried out on 393 timber piles. The

overall condition of the examined piles is very good. Two concrete piles

were noted to have sustained minor cosmetic damage. A total of 10 timber

piles have sustained significant damage as a result of mechanical impact

and/or abrasion, marine borer infestation and/or fungal decay. In addition,

a total of 30 timber piles were noted to have sustained minor attack or

damage which is not of structural significance at this time. Repair of

the 10 defective timber piles should be considered and periodic inspections are

recommended.

In Pier 4, a Level I inspection was carried out on 222 concrete and 952

timber piles; a Level II inspection was carried out on 50 concrete piles;

and Level III ultrasonic testing was carried out on 393 timber piles. The

overall condition of the examined piles is very good. All concrete piles

were found to be in excellent condition, no evidence of damage was found.

A total of 13 timber piles have sustained significant damage as a result of

mechanical impact or abrasion, marine borer infestaLion and/or fungal decay.

In addition, a total of 50 timber piles have sustained minor attack or damage
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which is not of structural significance at this time. Repair of the 13

defective piles should be considered and periodic inspections are recommended.

Refer to the accompanying Executive Summary Table for details.
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EXECUTIVE SUMMARY ]ABLE

FACILITY YEAR STRUCTURE STRUCTURE RECOMMENDATIONS ESTIMATED COST OF
BUILT SIZE TYPE RECOMMENDATIONS

PIER 3 1944 1248' 3783 timber Repair 10 $20,000
X piles timber piles
89' 494 concrete

piles

PIER 4 1945 1248' 3783 timber Repair 13 $26,000
X piles timber piles
89' 494 concrete

piles

Ill
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SECTION 1 - INTRODUCTION

1.1 CONTRACT

Department of the Navy,

Chesapeake Division,

Naval Facilities Engineering Command,

Building 212, Washington Navy Yard,

Washington, D.C. 20374

1.2 CONTRACT NO.

N62477-81-C-0498

Task 2

1.3 CONTRACT DATE

September 30, 1982

1.4 CONTRACT DESCRIPTION

The contractor shall provide all required engineering services

necessary for underwater assessment of various Navy waterfront

facilities as directed by the officer in charge and as specifically

described in individual orders. The second award under this

contract is for the assessment of the structural condition of

underwater structural members at waterfront facilities, Naval

Weapons Station, Concord, California. The following table details

the specific scope of work for this project.
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TYPE OF INSPECTION

FACILITY LEVEL I LEVEL II LEVEL III

No. of Piles No. of Piles No. of Piles
Concrete and Concrete Timber

Timber

Pier 3 1174 50 393

Pier 4 1174 50 393

Totals: 2348 100 786

1.5 INTRODUCTION TO PROJECT

This report is prepared under the Underwater Inspection Program conducted

by the Ocean Engineering Project Office (FPO-I), Chesapeake Division,

Naval Facilities Engineering Command as part of NAVFAC's specialized

Inspection Program. This is a task oriented engineering service program

in support of inspection, analysis and design of repairs of the submerged

portions of Navy Waterfront facilities.

This report covers the inspection carried out on the various facilities

at the U.S. Naval Weapons Station, Concord, California. The purpose of

the underwater assessment is to provide a generalized structural condition

and repair requirements report on the designated facilities within the

activity.

A description of each facility, its location and mission is provided.

Detailed results with respect to individual piling, overall assessment

of structural condition and recommendations are also given.
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1.6 DEFINITIONS: LEVEL I, II, III INSPECTIONS

Level I: Guneral Inspection: This type of inspection is essentially

a "swim-by" overview, which does not involve cleaning of any

structural elements, and can therefore be conducted much more

rapidly than the other levels of inspection. The Level I

inspection should confirm as-built structural plans and detect

obvious major damage or deterioration due to overstress

(collisions, ice), severe corrosion, or extensive biological

growth and attack. The underwater inspector shall generally

rely primarily on visual and/or tactile observations (depending

on water clarity) to make condition assessments. These

observations are normally made over the specified exterior

surface area of the underwater structure whether it is a

quaywall, bulkhead, seawall, pile, or mooring. Visual

documentation (utilizing underwater television and/or

photography), may be included with the quantity and quality

adequate for documentation of the findings which will be

representative of the facility condition.

Level II: Detailed Inspection: This type of inspection is directed

toward detecting and describing damage/deteriorated areas

which may be hidden by surface biofouling or deterioration

and toward obtaining a limited amount of deterioration

measurements. These data should be sufficient to enable

gross estimates to be made of facility load capability.

Level II inspections will often require cleaning of structural

elements. Since cleaning time is consuming, it is generally

restricted to areas that are critical or which may be

representative of the entire structure itself. The amount and

thoroughness of cleaning to be performed is governed by

what is necessary to discern the gene-al condition of the

overall facility.

Simple instruments such as calipers, measuring scales and

ice picks are commonly used to take physical measurements.

1-3



Howe-ver, a small perc 'tnLg, of more accurate measurements

may also be taken with more sophisticated instruments for

several reasons. Th, . mCasur.m .nts will validate large

numbers of siMple m,'d Urem_!its and in some hard to measure

areas, will actually be easier and faster to obtain. Where

the visual scrutiny, cleaning, and/or simple measurements

reveal extensive deterioration, a small sampling of detailed

measurements will enable gross estimates to be made of the

structure's integrity. For example, on extensively corroded

steel H piles, a small percentage should receive ultrasonic

thickness measurements to determine typical cross-section

profiles. The cross-sections determined by these spot checks

would be used to determine individual H pile load capability

which would then be extrapolated to obtain a "ballpark"

estimate of overall facility load capability. Visual documentation

(utilizing underwater television and/or photography) should be

included with the quantity and quality adequate to be representative

of the range of facility damage/deterioration.

Level III: Ilighly Detailed Inspection: This type of inspection will often

require the use of Non-Destructive Testing (NDT) Techniques,

but may also require the use of partially destructive techniques

such as sample coring through concrete and wood structures,

physical material sampling, or in-situ surface hardness testing.

The purpose of this type of inspection is to detect hidden or

interior damage, loss in cross-sectional area and material

homogeneity. A Level Ill inspection will usually require prior

cleaning. The use of NDT techniques are generally limited to

key structural areas, areas that may be suspect, or to structural

members which may be representative of the underwater structure.

Visual documentation (utilizing underwater television and/or

photography) and a sampling of physical measurements should be

included with quantity and quality adequate for documentation

of the findings which will be representative of the facility

condition.
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SECTION 2 - ACTIVITY DESCRIPTION

This section provides a general description of the Naval Weapons Station,

Concord, (NWSC) which is the primary port of embarkation for ordnance

materials on the West Coast. The description includes a brief discussion

of the Weapons Station location, mission, climate and other environmental

factors. This information which has been extracted from the government

furnished information (GFI) Master plan, provides a more overall view of

the activity.

2.1 LOCATION OF ACTIVITY

The San Francisco Bay area (Drawing No.1), which encompasses 6100

square miles, has extensive shoreline along both the Bay and the

Pacific Ocean. The area is composed of coastal mountain ranges,

fertile valleys, numerous estuaries and marshes, and rolling hills.

San Francisco Bay consists of four separate bays: Suisun, San Pablo,

Lower San Francisco, and San Francisco Proper.

Lying southeast of San Pablo Bay and south of Suisun Bay is Contra

Costa County. The Naval Weapons Station, Concord is in the north

central portion of the 800-square-mile county. The station is about

ten miles west of the confluence of the Sacramento and San Joaquin

Rivers. This confluence forms the environmentally significant Delta

region which contains about 600 miles of interconnected and meandering

tidal waterways.

2.2 EXISTING WATERFRONT FACILITIES AT ACTIVITY

The major waterfront facilities at NWSC include Piers 2, 3 and 4. In

addition, a barge pier and a series of lighter mooring dolphins are

located to the west or downstream of Pier 2 (see Drawing No.1). The

facilities are utilized to operate and maintain an ocean terminal facility

to tranship ordnance material.

2-1
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2.3 MISSION OF ACTIVITY

Naval Weapons Station, Concord performs a dual role within the

Naval Sea Systems Command. The station functions as the primary

port of embarkation for ordnance materials on the west coast. It

is the homeport for the ammunition ships (AE's). The station

is also one of the five weapons stations maintained by NAVSEA to

provide fleet combatants with ready-for-use ordnance.

2.4 ENVIRONMENTAL DATA

Climate: The wind blows from the northwest most of the year causing

the Pacifir Ocean and the Suisun Bay to influence the climate. As

a result of the influx of moderate oceanic air, Contra Costa County

has a dry, warm summer and moderately rainy winter climate. The

countywide mean annual temperature is 59 degrees Farenheit with moderate

variation throughout the county. The average January temperature is

about 46 degrees and the average July temperature is about 76 degrees F.

The average frost-free season is about 265 days.

Rainfall occurs almost exclusively in the period from October to

May, with an average annual amount ranging from 13 inches in the

eastern portion to over 30 inches on the upper slopes of Mt. Diablo.

Snow falls on Mt. Diablo occasionally, but the accumulation is small

and lasts only a few days.

Physiography: Contra Costa County consists of four general physiographic

regions: the highlands of the Coast Range, the intermountain valleys,

the San Francisco Bay depression, and the Sacramento-San Joaquin Delta.

The Diablo Range has smooth rolling hills ond relatively rugged mountains

ranging from 100 feet along the San Francisco Bay depression and San

Joaquin Valley to 3849 feet at Mt. Diablo, which is a prominent landmark.

2-3



The San Francisco Bay depression and intermountain valleys consist

of nearly level flood plains and low terraces with gently rolling

fans and old terrace remnants adjacent to the uplands. Most of

the low lying river delta lands have been reclaimed by protective

dykes and drainage ways forming islands ranging from 30 to 7000 acres.

Except for a few small streamways draining west into San Francisco

Bay, the drainage of Contra Costa County enters the San Joaquin

River, San Pablo Bay or Suisun Bay to the north and east.

Originally, the tidal area consisted of three distinct land formations:

salt marshes along the shore of the Suisun Bay, upland colluvial

sldpe, and the sandstone hills furthest from the water. A large

section of the marshland was modified, when the original weapons

station was constructed, by adding large amounts of fill material.

Almost all existing tidal facilities were built in these areas. The

land designated colluvial slope is the most suitable for development

because of higher elevation and gentle slope. The former city of

Port Chicago was located in this area. The area to the south of

Contra Costa Canal is characterized by steeply sloping terrain,

beginning with a 100-foot elevation and rising to over 600 feet. The

hills are composed of soft sandstone which is poorly suited for

construction.

Geology: The geology of Contra Costa County i dominated by

several northwest trending fault systems which divide the county

into large blocks of rock. Within a particular block, the rock

sequence consists of: (1) a basement complex of broken and jumbled

sedimentary, igneous, and metamorphic rocks; (2) a section of yoinger

sedimentary rocks more than 35,000 feet thick; (3) volcanic rocks

which locally interconnect with and overlie the sedimentary section,

and (4) surficial deposits including slides, alluvial fans, and bay
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plain deposits.

The California landscape is still being formed by geologic forces

and is one of the most seismically active areas of the world. Lines

of stress created by this formation process accumulate energy which

is relieved only through movement of large structured blocks. The

stresslines or faults, in Contra Costa County that have shown signs

of movement include the Hayward and Calaveras faults. The Hayward

fault is creeping in several locations and was the source of severe

earthquakes in 1836 and 1868. Since 1934 nearly 200 earthquakes

have been recorded in central Contra Costa County. Ten of these had

magnitudes ranging from 4.0 to 5.4 on the Richter scale. Faults in

the county that are considered to be active by the U.S. Geological

Survey include the Antioch, Concord and Pleasanton faults. Additionally,

faults of undetermined status include the Pinole, Franklin, Clayton-

Marsh Creek and Mt. Diablo.

Parts of the Clayton-Marsh Creek geologic fault line and its lateral

projections extend into the weapons station. This fault is considered

a major active fault within Contra Costa County. In the period between

1934-1941, there have been at least five earthquakes with Richter Scale

magnitudes between between 2.5 and 3.4 which had epicenters on or very

close to the weapons station's property. In addition, the Concord

fault, which lies just to the west of the station, could produce an

earthquake of the magnitude between 5.0 and 6.0 over the next 50 year

period.

Hydr-logy: The drainage systems of the San Francisco Bay Area can be

classified as (1) the Great Valley and Delta systems; (2) streams
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flowing into San Francisco, San Pablo or Suisun Bays; and (3) streams

flowing directly into the Pacific Ocean. The Great Valley drainage

includes all those streams flowing into the Sacramento and San Joaquin

rivers, and drains over 59,000 square miles. Most of the run-off

through the watershed is derived from melting snow which creates a flow

peak around February. Another peak flow period in April-May is caused

by hard seasonal rains.

More than 77 local streams, draining 3450 square miles of watershed,

enter San Francisco Bay between the delta and the ocean. Most of

the run-off through the streams is derived from rain, resulting in

peak flows during the late winter or early spring. Only two major

rivers, the Russian and the Gualala, empty directly into the Pacific

Ocean.

Flooding is of concern throughout the Bay Area. Historically, major

flood problems have occurred in urban areas located in relatively flat

valleys near the mouths of rivers. Major seasonal storm:, coinciding

with high tides have resulted in severe property damage. In general,

areas less than nine feet above mean sea level are subject to tidal

flooding.

Adequate fresh ground water is available throughout the Bay Area.

However, high density urbanization -nd high rates of drawdown create

shortages in various communities during the summer months. Additionally,

high drawdown rates can result in salt water in trusion into localized

aquifers.

Naval Weapons Stition, Coinrd lie' within the Mt.Diablo-Seal Creek

Wat e r-ihcd which drains about fj .quatre mi lIe. lite W'tersied is bounded

on the south by the norih peak of Mt. )i.iblo and on the north by Suisun

Bayv'. Strve!ti thdit drain the Wart,,hcd live t lzhei'r huadwaier, on the

6l,q)- 0 Mt. 11ibL .id fl,W by , . I , Mt. Di ibl, Cr",' throulgh Clayton



Valley and the weapons station to the outlet at Suisun Bay. From

the beginning of the tidal marsh to Suisun Bay, a distance of about

two miles, the name of the creek changes to Seal Creek.

Historical records show that flooding occurs in the watershed almost

every year. Major floods occurred in 1938, 1952 and 1955. The area

of Mt. Diablo Creek between Clayton Canal and Arnold industrial Highway

is not a source of severe overbank flooding because the channel has

been deeply incised in that area. The channel downstream of Arnold

industrial Highway becomes progressively smaller and flooding occurs

on the Concord Municipal Golf Course, the entrance to the weapons

station, Port Chicago Highway and the tidal marsh. Flooding is more

frequent in this reach than anywhere else in the watershed.

The water in Suisun Bay is a mixture of fresh and salt water with a

resultant salinity ranging from 5 to 8 parts per thousand. The water

quality is generally poor with high levels of turbidity and suspended

solids.

Biological Systems: The combination of marine, fresh water and

terrestrial ecosystems that occur in the San Francisco Bay Area provides

a very wide range of habitat types. Some 50 square miles of marsh-

land, 78 square miles of salt producing ponds, 65 square miles of

tidal flats, and 400 square miles of open water allow a great diversity

of species to inhabit the area.

The marine ecosystem is influenced both positively and negatively

by run-off from Land and fresh water outlets. The incoming nutrients

sustain large crops of micro and macro algae that in turn support the

remainder of an intricate food web made up of herbivourous and

carnivorous organisms. Sodim!n t loads carried into the Bay tend to

sineothe both plants and ani uals and to block out the incident ligiht
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that is required by plants to function. The plants of the marine

.COSvYstern con[Sst predominantly of planktonic diatoms, but marine

grasses and salt marsh plants also play a major role.

the frch water ecosystem is also highly dependent on microform algae

as a mjor food source, but the wetlands and marshes take on a very

dominant role in the functioning of this system, rules, reeds, sedges,

and other woody water plans provide food and protection for wildlife

and act as substrate stabilizers.

Basically, the vegetation is restricted to extremely drought resistant

plant materials that show green coloration only during the wintor.

For this reason, the landscape lacks a permanent character, except in

areas where exotic materials such as the eucalyptus tree have been

planted, or where irrigation is practiced.

The San Francisco Bay Area provides food and protoctive habitat to a

variety of fish, bird, and mammal species. The fishery resource includes:

(1) transitory species such as striped biss, king salmon, sturgeon,

steelhead trout, shark, and juvenile i)ungen,:ss crabs; and (2) resident

species such as solle, flounder, croaker, perch, shad, shrimp, crabs, clams

and sume oysters.

The Bay Area is situated in the Pacific Flyway, which extends from South

America to th .Arctic Circle, and provides a stop-over site for large

nu:ber.s of wat crlowl moving norti, and south. Seventy-five different

specis of birds f reijIent t he Bay Area arid the waterfowl population

flIctrIteS to numbers as high as 800,000.

The native marnral population has diminished dramatically over the years

because of urbanization. The once prevalent b~aver, muskrat, and mink

have all but been eliminated, and the once large deer herd is now

restricted to snall pock.ts, of und, velop .d lands. Sea lions, harbor

set a;, aid c-,mii prrpri e requInt the waters of vari.ou; bays
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SECTION 3 - INSPECTION PROCEDURE

An underwater inspection of Piers 3 and 4 at the Naval Weapons Station,

Concord, was carried out during the time period May 2 - May 20, 1983.

The level of inspection to be carried out as detailed in the scope of

work, the type of structure being inspected, on site environmental and

structural conditions and past experience, dictated the inspection procedures

that were employed on this project.

3.1 LEVEL OF INSPECTION

Levels I, It and Ill inspections were carried out on the various

structures as indicated by on site conditions and the scope of work

as defined under Task 2 of this contract. This included visual/tactile

inspection techniques, cleaning or removing of biofouling from certain

members and nondestructive ultrasonic testing of other members as required.

In addition, photographic documentation of typical conditions and/or

damage was obtained.

3.2 INSPECTION PATTERN/PROCEDURE

A Level I "rapid swim by" inspection of all perimeter piling and piles

in every fifth bent in both Piers 3 and 4 was carried out. The results

of the Level I inspection were used to form the basis for the selection

of piles subjected to more detailed Level 1I and Ill inspectioni.

The Level II inspection of the concrete piles included the cleaning or

removal of biofouling on three sides or faces of each inspected pile to a

length of 10 inches to expose the underlying pile for inspection.

Inspection sites were selected at the mid intertidal zone and at the
0

mudline. Removal of the marine growth was carried out by the use of

Short handl-d SCrapers.
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A Level Ill ultrasonic inspection of selected timber piling in both

Piers 3 and 4 was also carried out. These piles were tested using

the unique B.C. Research developed ULTRASCAN PTM-4 ultrasonic testing

instruments. The testing crw consistd of two to three men, diver/

inspectors who provided visual observations and scanned the entire

surface of the pile with the sonic "probe" and a surface technician

who monitored the observations and readings produced on the meter.

The probe is attached to the pile by the diver at the water surface.

The diver then proceeds to scan the entire length of the pile from

the surface to mudline. The instruments provide a continuous cross-

sectional area readout which is recorded by the surface technician.

When the mudline is reached, the probe is moved onto the adjacent pile

in the bent and the process is repeated from mudline to surface. Removil

of fouling is not required for operation of the unit. The pile "ratings"

are given in terms of undamaged cross-sectional area remaining in

each pile. These ratings are based on the least cross-sectional area

found as revealed by sonic and visual data. The ratings are given in

quartiles and indicate both the location and degree of loss of pile

cross-section in damaged piles.

Based on the data provided, the new L/d ratio of a pile can be

established in light of damage found. The L/d ratios and the reduced

pile capacities of the damaged piles are provided in Tables 3 and f,

pages TS and T21.

'rhc UILRASCAN is used to detect and assess marine ber, r and mscjianical

damage in the immersed areas of the pile from mudl inc to ii,, Ili ,i

tide level . Additional inspection is carrie'd out from the higi. tide

level to the cap to locate any possible mechanical and fungal damage.
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3.3 EQUIPMENT

- ULTRASCAN PTM-4 *, Limber pile testing instruments.

- Underwater telephone.

- Nikonos IV-A Camera and Strobe.

- Clearwater box for underwater photography.

- Short handled scrapers for cleaning concrete piles.

- Steel rulers for measurement of extent of deteriorated concrete.

- Miscellaneous ancillary equipment and SCUBA gear.

3.3.1 Background on Ultrasonic Instrumentation

3.3.1.1 ULTRASCAN PTM-4

The ULTRASCAN PTM-4 pile testing instruments are the

result of studies initiated at B.C. Research in 1955,

to develop instruments for nondestructive testing of

inplace marine piling. It was found that the velocity

and strength of sound waves passing through wood varied

inversely with voids in wood caused bv marine borers.

Based on this principle, instruments were developed

which use magnetostrictive transducers to provide an

ultrasonic scan of the pile. The plane waves which

penetrate the wood, from the transmitting transducer,

initiate transmission of secondary sonic patterns in the

direction of the wood grain. As these waves transit along

the axis of the pile they produce,, radial sets of waves

which are picked up by the transducer. Undamaged wood

is an excellent transmitter of these waves, whereas

damaged wood attenuates the sound. During the development

stage extensive axial load testing of pile sections

was carried out and correlatio~s were established between

the sonic readings and the remaining undamau .d cross-

sCCtion of the pile. A direct meL r readout is provided

Pit, lii ,-
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showing the perccntave of sound wood remainin ;. Verification

and refinement of the initial methods has been carried out by

testing inplace piling, removing the piles and subjecting them

to inspection and axial load testing. Good correlation was

found between the sonic readings, the remaining undamaged area

of the pile and the strength ratings based on the sonic instruments.

3.3.2 Reasons for Selection of ULTRASCAN PTM-4 Instrumentation

Baikia damage in piling can only be determined by underwater

inspection, with many attendant difficulties. If the Banh- a

are alive and the siphons extended, recognition is not too

difficult. If the siphons are retracted or the Baifza are dead,

detection of the burrow openings is not easy. In many instances,

fouling must be scrubbed off the piling in order to facilitate

an inspection. If visibility is limited, as frequently occurs

in industrial locations, visual inspection is hopeless. Even

if teredine entry holes are observed, an evaluation of internal

damage, by purely visual means, is not possible.

Because of these difficulties, the sonic testing method was

initially developed to locate and evaluate teredine damage. It

was felt that LbmbWL', a damage could be readily detected visually,

since the damage progressed from the surface inward. Exeerience,

however, has shown that the sonic testing method substantially

enhances the detection and evaluation of damage even in areas

where Lil ja is the primary source of infestation. Some of the

reasons for this are as follows:

1. In areas with poor or nonexistent underwater visibility, sonic

testing expedites the examination by locating the damage and

providing for a quantitative evalu~ation of the residual strength.
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2. Lbwelt, attack very often takes the path of least

resistance. That is, L.koizica will gain access into a pile

through a small breach in the creosoted layer and destroy

the untreated heartwood with very little surface evidence of

damage. A good example of this is a U.S. Navy fuel pier.

In this particular structure a considerable number of piles,

which have been destroyed by Limicw-ca, show no obvious visual

indication of damage. The reason for this is that the LbninuLc'z

has gained access to the pile through open boltholes. The

boltholes are virtually impossible to detect unless all

fouling is removed from the pile and a minute visual

examination is carried out. This type of visual examination

would be very time consuming and costly. It would be further

restricted by poor underwater visibility.

3. Loc z damage, particularly in Californian waters, very often

exposes the treated pile to teredine attack which would be

very difficult to detect and assess visually.

3.4 PERSONNEL ON PROJECT

Jerry Agi - Project Manager

Erling Vegsund - Project Supervisor

Scott Christie - Engineering Technician

Fred PlijII ips - Technician/Draftsman

Allan Jones - Computer Analysis

Douglas Cassidy - Computer Analysis

Maria Sjoquist - Report Preparation
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SECTION 4 - FACILITIES INSPECTED

Each of the two facilities at the Naval Weapons Station, Concord is referred

to separately in this section of the report. The sequence of the presentation

of the inspected structures is Pier 3 followed by Pier 4. The discussion

of each facility is presented in four sections: (1) A description of the

overall facility and its operations as well as a specific detailing of the

construction and identification of the examined piles; (2) a detailing of

the observed condition of the facility as determined by the field inspection;

(3) a quantitativ assessment of the structural condition of the facility

based on the observed condition; and (4) recommendations for maintenance to

ensure the structural integrity of the facility. Tables detailing the

condition of the inspected piles as well as cost breakdowns for any necessary

repairs are included in the accompanying appendices.

Marine growth or fouling profiles were found to be similar for both structures.

Organisms found consisted mainly of barnacles and hair like brown hvdroids

as well as green algae. The fouling organisms were found to range from

the upper intertidal zone to the mudline. Specifically they were found to

range as follows:

Upper intertidal zone: green algae

sparse barnacles

Mid intertidal zone: moderate to dense barnacles and

brown hydroids

Lower intertidal zone dense barnacles and brown
to mudline: hydrods.

The following Figure No.1 and Photographs 1 - 5 serve to illustrate the

typical fouling organisms found throughout the insqcted structures.
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PHOTOGRAPH No. 1

W Fouling profile -Green algae arid

sparse barnacles in upper inter-

PHOTOGRAPH No. 2

Foul inni profile - Noderate to dense barnacle and brown hydroid
'jruwth ii" rrid-inturtidal zone.
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PHOIOGRAPH No. 3

Lower intertidal zone.

PHOTOGRAPH No. 4

Submerged zone.

PHOTOGRAPH No. 5

Submerged zone and
mudline.

Photographs 3, 4 and 5.
Fouling profile - Dense

barnacle and brown
hydroid growth from lower
intertidal through the
submerged zone to the
mudline. Fouling was
removed from center of
pile to show the density
of the marine growth.
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4.1 PIER 3

4.1.1 Description

Pier 3 is located between Piers 2 and 4 at NWSC. The Pier has

two berths, numbers 3 and 4 which service ocean going AE ships.

The Pier is serviced both by vehicular and rail traffic.

The Pier was originally constructed in 1944 on creosote treated

timber piling with a timber cap, stringer and deck superstructure.

The original configuration of the pier was crescent shaped with an

approach trestle extending from the shore to an expanded width

pierhead. A timber walkway or access trestle served to provide

light vehicle and pedestrian traffic to the pierhead. In 1966

major modifications to the facility were carried out. These changes

included the widening of the pierhead section and the installation

of a second approach trestle continuous with the eastern end of

the pierhead. Once completed, the new trestle allowed for a one way

roll-on/roll-off traffic pattern. The section of the structure added

in 1966 was constructed on prestressed concrete piles.

For the purposes of this inspection, the structure was subdivided

into four sections. As shown in drawings 2 - 6, these sections are

identified as the (I) Pierhead (photograph No.6); (2) Approachway

Trestle; (3) Access Trestle (photograph No.7); and (4) Concrete

Trestle (photograph No.8), For identification purposes, the piles

within each of these sections have been designated bent and row numbers

based on the identification system used on NA'FAC reference drawings:

11242-BI; 11242-B2; 11242-8; 1242-9; 1115143 and 1115132.

Pile lengths along the berth face in the pierhead section were found

to be approximately 40 feet, mudline to ;ap. Measurements of pile

lengths were taken at intervals throughout the facility. These lengths

are detailed in th accompanying drawings. In se'w, ral areas, extensive
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silting of the mudline has occurred resulting in shallow water.

The timber pile diameters were found to average approximately 12".

As detailed on Drawing No. 5, the concrete piles are either 20" or

18" square depending on their location within the structure.

At the time of the inspection, the underwater visbility ranged from

zero to a maximum of 1 foot. Current conditions at the site ranged

from minimal at slack tide to approximately 3 knots during the ebb tide.
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PHOTOGRAPH No. 6

Typical section at expanded pierhead
showing original north face of timber
pierhead and concrete extension. Note
excellent condition of splash zones.

PHOTOGRAPH No. 7

Typical construction
in Access Trestle.
Note good condition
of upper intertidal
and splash zones.
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PHOTOGRAPH No.

Concrete Trestle. Note typical construction and excellent
condition of members in splash zone.
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4.1.2 Observed Inspected Condition

The overall condition of Pier 3 is very good. As shown in

Photographs 9 and 10 and detailed in Tables 2 and 3, the majority

of the timber piles are in excellent condition. The Level I

inspection covered a total of 974 timber piles. Of the 974 piles

inspected, 936 (96%) are undamaged; 30 (3%) piles have sustained

marine borer attack or mechanical damage. At this time, the damage

is of a minor or cosmetic nature and does not detract from the

structural integrity of the piles. A total of 8 (1%) piles were

found to have significant damage. Photographs 11 - 15 identify and

illustrate several of the damaged piles found. As shown in these

photographs, the damage has been caused by mechanical impact or

abrasion, marine borer infestation and by fungal decay. The damaged

piles were found throuahout the structure and the damage on the

individual piles was found to range from the pile top through the

splash zone to the intertidal zone.

A total of 393 piles were subjected to detailed Level III ultrasonic

testing and inspection. Of the 393 piles tested, 385 (98%) are

undamaged and are in excellent condition; 6 (1.5%) piles have

sustained minor marine borer attack or mechanical damage and are

rated at 90 - 100% of their original cross-sectional area; and 2 (0.5%)

of the piles have sustained moderate damage and are rated at 75 - 100%.

The condition of the concrete piles was also found to be very good.

Photographs 16 and 17 serve to illustrate the condition of these

piles in both intertidal and mudline zones. In the Level I inspection,

a total of 200 piles were inspected. No significant damage was found

on any pile, however, two piles were found to have minor or cosmetic

spalling. The Level It inspection covered a total of 50 piles. As

detailed in Table 1, these piles are in excellent condition; no

sign if i ca[t damage was found.

4-14



PHOTOGRAPH No. 9

Timber pile with dense marine fouling; note no evidence of
marine borer or mechanical damage.

PHOTOGRAPH No. 10

Undamaged timber pile with fouling organisms partially
removed to expose pile surface. Also note density and
thickness of fouling organisms.
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PHOTOGRAPH No. 11

Bent 42 - piles A and A-Br. Note
extensive loss of cross-section
due to mechanical abrasion from
the trapped drift log.

PHOTOGRAPH No. 12

Bent 149 - G-Br. Note extensive
section loss due to teredine
damage in the mid intertidal
zone.
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PHOTOGRAPH No. 13

Bent 14 - pile TN. Approximately
50'. section loss in splash zone
and mid intertidal zone due to
fungal and/or marine borer damage.
Note new pile TS adjacent to it.

-I

PHOTOGRAPH No. 14

Bent 100 - Pile E. Approximately
502. marine borer and fungal
section loss in upper intertidal
zone.

4'1
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PHOTOGRAPH No. 15

Sent 320 - Pile B. Approximately 30% loss
of cross-sectional area due to fungal
and/or marine borer damage in the intertidal
zone.
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PHOTOGRAPH No. 16

Bent 11C - Pile B. Level II cleaned pile in mid intertidal
zone. Note density of fouling organisms and also excellent
condition of pile.

PHOTOGRAPH No. 17

Bent 49C - Pile A. Level II cleaned pile at mudline. Note
excellent condition of pile.

j 4-19



4.1.3 StructuralCondition Assessment

The majority of the inspected timber piles were found to be in

excellent condition. The pile loading capacity for all Level

III inspected piles is given in the computer print-out, Table 3.

This Table gives the P-ULT, ultimate capacity of the pile column

in pounds, based on the measured parameters of length, original

diameter and remaining cross-sectional area. For details on the

program, see the appendices.

Of the 393 piles inspected in the Level III inspection, only two piles

will require maintenance at this time. A total of 8 piles from the

Level I inspection were found to have sustained significant damage

and will also require restorative maintenance or replacement. In

addition to the above significantly damaged piles, 6 piles from the

Level III inspection and 30 piles from the Level I inspection were

found to have sustained light attack or damage. As the damage to

these piles is of a minor nature and does not significantly detract

from the capacity of the piles, maintenance should not be required at

this timo. Periodic inspections should, however, be carried out to

monitor the condition of these piles.

The concrete piling in Pier 3 are in excellent condition. Of the

200 piles inspected in the Level I inspection, 198 (99%) are

undamaged; and 2 (1%) piles have sustained minor spalling. As this

damage is of an insignificant or cosmetic nature, maintenance of these

piles should not be required. All 50 piles cleaned and subjected to

detailed Level 1I inspections were found to be in excellent condition.

No evidence of damage was found and consequently, no maintenance

will he roquired.
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4.1.4 Recommendations

It is recommended that the two defective timber piles identified

in the Level III inspection and detailed on Tables 2 and 3, be

maintained. In addition, the 8 significantly damaged piles

identified by the Level I inspection and listed below, should

also be maintained. The defective piles are:

Bent Row

10 C

14 S

35 C

40 0

100 E

105 G

149 G-Br

320 B

Effective maintenance of these piles could be achieved by the

installation of a concrete jacket or alternately, as illustrated

in Photograph No. 13, by driving a new replacement pile adjacent

to the defective pile. The estimated unit cost per pile for

either method is approximately $2,000.00, therefore the total

estimated cost for repairing the defects identified by this inspection

is approximately $20,000.00.

The total number of timber piles inspected in the Level I and Level

III inspections is 1367. The total number of significantly damaged

piles (10) represents only .7% of this total. When this level of

damage is projected over the total 3783 timber piles in the structure,

it is estimated that approximately 26 piles will require maintenance.

The estimated cost of these repairs is approximately $50,000.00.

For a summary of required maintenance, see'Table 7.
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Given the excellent condition of the inspected concrete piles,

no maintenance of these members will be required at this time.

Once the required maintenance to the timber piles has been carried

out, the repairs should be re-inspected. This maintenance and

re-inspection will serve to ensure the structural integrity of

the facility.

In addition to the above re-inspection, it is also recommended that

periodic inspections at three to five year intervals be carried out.

These subsequent inspections will serve to identify any areas

requiring maintenance and will thereby ensure the future structural

integrity of the facility. All subsequent inspections should use

this report as a datum or baseline.
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4.2 PIER 4

4.2.1 Description

Pier 4. is located to the east of Pier 3 at NWSC. The Pier has

two berths, numbers 5 and 6, which service ocean going AL ships.

The pier is serviced by both vehicular and rail traffic.

The Pier was originally constructed in 1945 on creosote treated

timber piling with a timber cap, stringer and deck superstructure.

The original configuration of the Pier was crescent shaped with

an approach trestle extending from the shore to an expanded width

pierhead. A timber walkway or access trestle served to provide

light vehicle and pedestrian traffic to the pierhead. In 1966

major modifications to the facility were carried out. These

changes included the widening of the pierhead section and the

installation of a second approach trestle continuous with the eastern

nd of the pierhcad. Once completed, the new trestle allowed for

a one way roll-on/roll-off traffic pattern. The section of the

structure added in 1966 was constructed on prestressed concrete piles.

For the purposes of this inspection, the structure was subdivided

into four sections. As shown in Drawings 7 - 11, these sections

are identified as the (1) Pierhead; (2) Approachway Trestle (photograph

No. 18); (3) Access Trestle; and (4) Concrete Trestle (photograph

No. 19). For identification purposes, the piles within each of

these sections have been designated bent and row numbers based on

the identification system used in NAVFAC Reference Drawings: 11242-B4;

11242-B5; 11242-8; 11242-9; 1115132; 1115146 and 1115148.

Pile lengths along the berth face in the pierhead section were found

to be approximately 40 feet from mudline to cap. Measurements of

the pile lengths were taken at intervals throughout the facility.
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These lengths are detailed in the accompanying drawings. In

several areas, extensive silting of the mudline has occurred

resulting in shallow water.

The timber pile diameters were found to average approximately 12".

As detailed on Drawing No. 10 the concrete piles are either 20"

or 18" square, depending on their location within the structure.

At the time of the inspection the underwater visibility ranged from

zero to a maximum of 1 foot. Current conditions at the site

ranged from minimal at slack tide to approximately 3 knots during the

ebb tide.
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PHOTOGRAPH No. 18

Approachway Trestle - new piles
and brace timbers added subsequent
to ship impact damage of 1982. Also
note typical timber superstructure.

I I
II

I PHOTOGRAPH No. 19

iConcrete Trestle - typical confirguration of piles and caps.

Note excellent condition of splash zones.
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I
a
i 4.2.2 Observed Inspected Condition

The overall condition of Pier 4 is very good. As shown in

i photographs 20 and 21 and detailed in Tables 5 and 6, the majority

of the timber piles are in excellent condition. The Level I

i inspection covered a total of 952 timber piles. Of the 952 piles

inspected, 890 (94%) are undamaged; 50 (5%) piles have sustained

marine borer attack or mechanical damage. At this time, this

damage is of a minor or cosmetic nature and does not detract from

the structural integrity of the piles. A total of 12 (1%) piles

were found to have significant damage. Photographs 22 - 28 illustrate

and identify several of the damaged piles found. As shown in these

I photographs, the damage has been caused by mechanical impact or abrasion,

marine borer infestation and by fungal decay. The damaged piles were

found throughout the structure and the damage on individual piles

was found to range from the pile top through the splash zone to the

intertidal zone.

As shown in photograph No.18, one section of the Approach Trestle

in the vicinity of Bent 120 has recently sustained ship impact

damage. This damage occurred at approximately mid 1982. Maintenance

I to repair the damaged section included the installation of several

new creosote treated piles and the addition of both diagonal and

horizontal timber braces. These repairs which were completed by the

end of [982 appear to be in good condition.

A total of 393 piles were subjected to detailed Level Ili ultrasonic

testing and inspection. Of the 393 piles tested and inspected, 383

(97%) are undamaged and in excellent condition; 9 (2%) piles have

sustained minor marine borer attack or mechanical damage and are

Irated at 90 - 100% of their original cross-sectional area, and I

(1%) pile (photographs 22 and 23) has sustained heavy damage and

is rated at 0 - 25% of its original cross-sectional area.

4
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As shown in Table 4, the condition of the concrete piles is

excellent. A total of 222 piles were included in the Level I

inspection. No evidence of damage was found. Similarly, no

evidence of damage was found on any of the 50 piles 5ubjected to

detailed Level II cleaning and inspection (see photographs 29 and 30).

I4-32
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PHOTOGRAPH No. 20

Bent 216 - Pile G. Note dense fouling and apparent good
condition of pile.Ii

PHOTOGRAPH No. 21

I Bent 216 -Pile G. Note good condition of pile confirmed

by removal of fouling.
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i PHOTOGRAPH No. 22
Bent 309.2 -Pile Al. 90% fungal and/or marine borer damage

in splash and intertidal zones.

II
II

I
I
I
I

PHOTOGRAPH No. 22

I

Bent 309.2 - Pile Al. Approximately 90 section loss in
intertidal zone.

I

I

I
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PHOTOGRAPH No. 24

Bent 28 - Pile N. 75 . mechanical
and biological section loss from
the cap to the intertidal zone.

rI

tI

I PHOTOGRAPH No. 25

I Bent 28 -Pile N. Approximately 50% marine borer and/or

fungal section loss in intertidal zone.
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PHOTOGRAPH No. 26

Bent 334 - Pile 0. 00 ros section
loss in splash zone due tu fungal
decay.! I

I
I

PHOTOGRAPH No. 27

Bent 352 - Pile A. Pile has been
stubbed. The lower stub has
sustained a loss of approximately
90, cross sectional area due to
marine borer and/or fungal damage.

I
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PHOTOGRAPH No. 28

Typical attack noted in intertidal zone
of several piles. Decay extends in 1 - 2
inches and total section loss is generally
less than 5%.

4
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PHOTOGRAPH No. 29

Level II cleaned concrete pile. Note excellent condition
of pile and density of fouling organisms.

PHOTOGRAPH No. 30

Level 11 cleaned pile. Note excellent condition of concrete
at corner of pile. Also note turbidity of water.
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4.2.3 Structural Condition Assessment

The majority of the inspected timber piles were found to be in

excellent condition. The pile loading capacity for all Level

IlI inspected piles is given in the computer print-out, Table 6.

This Table gives the P-ULT, ultimate capacity of the pile column in

pounds, based on the measured parameters of length, original diameter

and remaining cross-sectional area. For details on the program, see

the appendices.

Of the 393 piles inspected in the Level Ill inspection, only one

pile will require maintenance at this time. A total of 12 piles

from the Level I inspection were found to have sustained significant

damage and will also require restorative maintenance or replacement.

In addition to the above significantly damaged piles, 9 piles from

the Level III inspection and 50 piles from the Level I inspection,

were found to have sustained light attack or damage similar to that

illustrated in photograph No. 28. As the damage to these piles is

of a minor nature and does not significantly detract from the capacity

of the piles, maintenance could be deferred at this time. Periodic

inspections should, however, be carried out to monitor the condition

of these piles.

The concrete piling in Pier 4 are in excellent condition. All 222

piles inspected in the Level I inspection as well as the 50 piles

cleaned and inspected in the Level II inspection are undamaged and

consequently, no maintenance of these members will be required.
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4.2.4 Recommendations

IIt is recommended that the defective timber pile identified in

the Level III inspection and detailed on Tables 5 and 6, be

maintained. In addition, the 12 significantly damaged piles

identified by the Level I inspection and listed below, should also

be maintained. The defective piles are:

Bent Row Bent Row

I L 103 G

R 309.2 Al

S 317 A

28 W 331 D

g 40.8 Z 334 D

97 B 352 AI
Effective maintcnance of these piles could be achieved by the

installation of a concrete jacket or alternately, by driving a

new replacement pile adjacent to the defective pile. The estimated

unit cost for either method is approximately $2,000.00, therefore

the total estimated cost for repairing the defects identified by

this inspection is approximately $26,000.00.I
The total number of timber piles inspected in the Level I and Level

ILI inspections is 1345. The total number of significantly

damaged piles (13) represents only L% of this total. When this

level of damage is projected over the total 3783 timber p' us in

the structure, it is estimated that approximately 38 pil s wil

require maintenance. The estimated cost of these repairs is

approximately $75,000.00. See Table 7 for a summary of all

maintenance required.

Given the excellent condition of the inspected concrte piles, no

* 4-40



maintenance of these members will be required at this time.

Once the required maintenance to the timber piles has been carried

out, the repairs should be re-inspected. This maintenance and

re-inspection will serve to ensure the structural integrity of

the facility.

In addition to the above re-inspection, it is also recommended that

periodic inspections at three to five year intervals be carried out.

These subsequent inspections will serve to identify any areas

requiring maintenance and will thereby ensure the future structural

integrity of the facility. All subsequent inspections should use this

report as a datum or baseline.
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LEGEND TO TABLES

I . . . . . . . . .

B - Bakia Sctacca

3 BR = Batter pile

Cap " 0" elevation

CR - Crack

0 - Damaged

E - East

ITZ = Intertidal zone

L. Lbnnct&a

MBC = Marine borer cavity

MDL = Mudline

N North

NB Not bearing

S South

SP = Spalling

UD = Undamaged

W West

Example: Typical damage notation for concrete piles

37 - A SP -10 to -15 12" x 6" RB Exp.

Bent Pile Damage Elevation of Width Depth Rebar Exposed
type damage with

respect to the
cap "0" point.

I
I'
I
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TABLE 1

PIER 3 - LEVEL II

INSPECTION RESULTS OF CONCRETE PILES

PILE IDENTIFICATION DC TN AA
Bent Pile DESCRIPTION OF DAMAGE

PIERHEAD

6 - N UD

12 - N UD

18 - N UD

24 - NE UD

I 26 - N UD

32 - N UD

36 - N UD

42 - N UD

48 - NW UD

56 - N UD

62 - N UD

68 - N UD

72 - NE UO

I 74 - N UD

78 - N UD

84 - N UD

88 - N UD

91 - N UD

94 - N UD

laC - N UD

3C - N UD

KSW UD

G UD

FSE UD

B UD

Note: All piles were clear ed and inspected at th mid intertidal zone

and the mudline.

T-2



TABLE 1

PIER 3 - LEVEL II
INSPECTION RESULTS OF CONCRETE PILES

PFLE-IDENTIFICATION
Bent Pile _DESCRIPTION 

OF DAMAGE

APPROACHWAY

7C - E UD

C UD

12C - B UD

C UD

13C - B UD

C UD

19C - B UD

C UD

23C - B UD

26C - CW-Br UD

BE-Br UD

30C - B UD

C UD

33C - B UD

C UD

36C - C UD

39C - B UD
!C UD

40C - B UD

C UD

44C - B UD

C UD

48C - C UD

51C - B UD

C UD
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I
TABLE 2

PIER 3 - LEVEL III INSPECTION
IDENTIFICATION AND DETAILS OF DAMAGED PILES *

I

Pile10 Aea ile reaRemarksSent Pile Rating9 Remarks Bent Pil Rating

P[ERHEAD

I 13 - C 100 Trapped drift log.

26 - L 100 2 open bolt holes in
I ITZ.

38 - J 90 1% MBC in ITZ.

i R 90 11% MBC in ITZ.

59 - J 100 Trapped drift log.

I APPROACH TFESTLE

121 - G 75 Split at top down 3
ft., 25% mechanical
section loss.

141 - T 90 2% MBC in ITZ.

142 - J 100 Open bolt hole in IT

P IC0 Open bolt hole in ITI

S 90 1% MBC and open bolt
hole in ITZ.

T 100 1% MBC in ITZ.

161 - J 90 2% MBC in ITZ. Open
bolt hole.

201 - G 90 21 MBC in ITZ.

ACCESS TRE5TLE

318 - A 75 Split at top down 4
ft., 25°. mechanical
section loss.

I FOr unda aged pile5, see Table 3.

I.
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TABLE 3

COLUMN LOAD CAPACITY CALCULATION

OF TIMBER PILING

T

1
I
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Pile load capacities were calculated by an inhouse computer program using the

Southern Pine Association modified Euler equation for long columns where,

0. 30 E
Pult - x A

(L/d)
2

Pile lengths (L) were taken from mudline to cap. The unsupported length of

pile (USL) was taken from below the bracing at the top and ten feet was added

at the mudline to allow for the point of fixitj. Effective length factor (K)

of 0.8 was used. Other program parameters used are described below:

Bent - bent identification

Pile - pile (row) identification

ITP - type of wood (l=fir)

Length - unsupported length - in this project, 5 feet was

added onto the USL since the point of fixity at

the bottom was considered to be 5 feet below the

mud I i n ..

EFF-L Factor - effective length factor, K. K=0.8 was used tor

these calculations

ORG-DIA - original pile diameter - taken at mudline

EFF-APA - remaining cross-sectional area based on sonic testing,

on the following basis:

Cross-Sectional area

Factor remaining

1.00 100%

0.90 90%-l00%

0.75 75%-100%
0.50 50%- 75%

0.25 25%- 50%
0.005* 0%- 25%

(*the program cannot handle 0.000)

EFF-DIA - effective pile diameter

EFF-ARA - effective cross-sectional area of pile

C - compression parallel to gr.,in, in psi, for fir

L/D - length over diameter ratio

T
n T_6



P-ULT, LB ultimate loading capacity of the pile column in

pounds. This refers only to the column length

as shown and does not take into account soil

conditions (other than to establish the point

of fixity), and what the pile was originally

driven to in terms of design loads.

It is strongly emphasized that these calculations deal only with the ultimato

capacity of the wood pile column within the fixity conditions and USL

parameters as perceived. These load calculations are not design load

calculations.

(Structural analysis in light of lateral loading was not included since this

is considerably beyond the scope of this project. Such an analysis would

require details on imposed lateral loading and structural analysis of the

entire facility in terms of these loads and existing structural parameters.)

i

I
i
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TABLE 4

PIER 4 - LEVEL II
INSPECTION RESULTS OF CONCRETE PILES

PILE IDENIIFICATION DECIT.NO.....
Bent Pile DESCRIPTION OF DA MAGE

PIERHEAD 6 - N UD

12 - N UD

18 - N UD

24 - NW UD

26 - N UD

32 - N UD

36 - N UD

42 - N UD

48 - NE UD

56 - N UD

62 - N UD

68 - N UD

72 - NE UD

74 - N UD

78 - N UD

84 - N UD

88 - N UD

91 - N UD

94 - N UD

laC - N UD
3C - N UD

KSW UD

KNW UD

G UD

ENE UD

ESE UD

Note: All piles were cleaned and ins ected at the mid intertidal zone and the mudline.
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TABLE 4

I PIER 4 -LEVEL II
INSPECTION RESULTS OF CONCRETE PILES

PILE -IDENTIFICATION DESCRIPTION OF DAMfAGE
Bent Pile

AP PROAC HWA V

7C - B UD
E UI12C - C U

13C - B UD

16C - B UD

21C - B liD

j C liD
25C - CW-Dr UD

I BE-Br liD

28C - B liD

I32C - B UD

C liD
37C - B UD

C UD

38C - B liD
C UD

42C - B UD

C UD

46C - B liD

50C - CW-Br liD
BE-Br liD

54C - B UD

57C - B liD
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TABLE 5

PIER 4 - LEVFL III INSPECTION

IDENTIFICATION AND DETAILS OF DAMAGED PILES *

I

|Pile ID Area Pile ID Area Remarks

Feat Pile Rating BnRemarks t Pile Rating

PIERHEAD 122 - H.5 100 New pile.

2 - C 90 1% MBC in ITZ. T 100 1% MBC in ITZ.

F 90 1, MBC in ITZ. 141 - G 100 1% MBC in ITZ.

13.2 - H 90 1' MBC in ITZ. T 100 lI% MBC in ITZ.

I 26 - L 100 Open bolt hole in IT2 142 - G 100 1% MBC in ITZ.

46- V 90 2; MBC in ITZ. 201 - G 100 17. MBC in ITZ.

i 90 1> MBC in ITZ. P 100 1K MBC in ITZ.

49 - Y 90 17. MBC in ITZ.

56 - A 90 1,, MBC in ITZ. ACCESS TRES LE

B 90 iK MBC in ITZ. 303 - A 90 1% mech. and fungal sec.

65.8 - K 100 Less than 1% mech. loss in ITZ.

sec. loss in ITZ. 309.2 - A 0 90' MB/fungal section loss
66 - B 100 Light L. attack. in*ITZ.

71 - F 100 Small mech. ring-shake
off at MDL.

82 - Trapped drift log
between Bents 82-83.

APPROACH I ESTLE

106 - L-Br 100 1% MBC in ITZ.

121 - G.5 100 New pile. **

H.5 100 New pile.

J.5 100 New pile.

K.5 100 New pile.

L.5 100 New pile.

N.5 100 New pile.

N2.5 100 New Pile.

i P.5 100 New pile.

I For ndamaged iles, see Table 6.
• * New Oile installed Fall '82 to repai ship impact image.
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Pile load capacities were calculated by an inhouse cothpuer proram using thl

Southern Pine Association modified Euler equation for long columns where,

I 0. 30 E

Pult .. x A

(L/d)2

Pile lengths (L) were taken from mudline to cap. The unsupported length of

I pile (USL) was taken from below the bracing at the top and tcn feet was added

at the mudline to allow for the point of fixity. Effective length factor (K)

of 0.8 was used. Other program parameters used are described below:

Bent -bent identification

Pile - pile (row) identification

ITP - type of wood (l=fir)

Length - unsupported length - in this project, 5 feet was

added onto the USL since the point of fixity at

I the bottom was considered to be 5 feet below the

mud I ne.

EFF-L Factor - effective length factor, K. K=0.8 was used for

these calculations

ORG-DIA - original pile diameter - taken at mudline

EFF-ARA - remaining cross-sectional area based on sonic testing,

I on the following basis:

Cross-Sectional area
Factor remaining

1.00 100%
t.0.90 90%-100%

0.75 75%-100%
0.50 50%- 75%
0.25 25%- 50%

0.005* 0%- 25%

(*the program cannot handle 0.000)

EFF-DIA - effective pile diameter

EFF-ARA - effective cross-sectional area of pile

I C - compression parallel to grain, in psi, for fir

L/D - length over diameter ratio

i
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P-ULT, LB - ultimate loading capacity of the pile column in

pounds. This refers only to the column length

as shon and does not take into account soil

conditions (other than to establish the point

of fixity), and what the pile was originally

driven to in terms of design loads.

It is strongly emphasized that these calculat ions deal only with tile ultimate

capacity of the wood pile column within the fixity conditions and USL

parameters as perceived. These load calculations are not design load

calculations.

(Structural analysis in light of lateral loading was not included since this

is considerably beyond the scope of this project. Such an analysis would

require details on imposed lateral loading and structural analysis of the

entire facility in terms of these loads and existing structural parameters.)

T
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